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Why do we care about building air leakage?

• HVAC systems pressurize buildings to 

eliminate infiltration – don’t they?

• When HVAC is off => air infiltration

• Pressurization not always effective or 

implemented correctly

• NIST/Persily tracer gas results –

infiltration can be significant



Air Handler Pressurization

10,500 cfm

4 Story 60,000sf Office Building: leakage = 27,000 cfm@75Pa, 0.5 cfm@75/ft2
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Infiltration >>

4 Story 60,000sf Office Building: leakage = 27,000 cfm@75Pa, 0.5 cfm@75/ft2



• Conduct investigations on 25 buildings: floor area of 

25,000 to 500,000 ft2

• Air seal and pre/post leakage tests on 7 buildings

• Continuous building pressure and HVAC operation 

data for 50 to 200 days

• CONTAM pre/post air flow models that include 

mechanical system leakage and pressure effects

• Compute infiltration/energy reductions

Minnesota Leakage Study: work scope



Floor # Constr

Building ID Area (sf) Stories Year Wall Type

Elem School TF 59,558 1 1951 Masonry & corrugated metal panel

Middle School 138,887 3 1936 Cast concrete w/CMU infill

Small Office 26,927 1 1998 EFIS tip up (3 walls) and CMU block

Univ Library 246,365 3 1967 Cast concrete w/CMU infill & brick ext

Elem School PS 60,968 1 1965 CMU w/brick exterior

Library/Office 55,407 1 2007 Steel studs & brick or stone cladding

Building Characteristics

3 elementary & 
middle schools: 
1936 to 1965 with 
additions 
60,000 – 139,000sf

University Library 246,000sf Small Office 27,000sf Library/Office 55,000sf



Floor Envelope EqLA # Constr

Building ID Area (sf) Area (sf) (cfm) (cfm/ft
2
) (ft

2
) Stories Year

Small Office 2 11,904 21,945 5,056 0.23 2.8 2 1986

Elem School 1 59,558 146,977 27,425 0.19 15.2 1 1951

Comm College 95,000 164,844 28,881 0.18 17.2 2 1996

Middle School 138,887 208,733 32,818 0.16 16.6 3 1936

Small Office 1 26,927 65,267 9,177 0.14 4.6 1 1998

Univ Library 246,365 171,712 23,356 0.14 13.1 3 1967

Elem School 2 60,968 145,766 17,602 0.12 9.6 1 1965

Library/Office 55,407 139,965 12,321 0.09 6.9 1 2007

Minimum 11,904 21,945 5,056 0.09 2.8 1.0

Mean 86,877 133,151 19,580 0.15 10.7 1.8

Median 60,263 146,371 20,479 0.15 11.3 1.5

Maximum 246,365 208,733 32,818 0.23 17.2 3.0

Leakage at 75 Pa

Minnesota Leakage Study: leakage results

All 7 of 8 buildings at least 25% tighter than the US Army Corp standard of 0.25 cfm/ft2

7 of 8 buildings are owner occupied

Yellow – school buildings



• Test results compiled by the National Institute 

of Standards and Technology (NIST) –

Emmerich and Persily – over the past 15 

years

• 387 commercial and institutional buildings

• NOT RANDOM: researchers, low-energy 

programs, private testing firms 

• Used to model air infiltration energy loads 

and help establish leakage standards

How leaky or tight are US buildings?



Comparison to US Buildings

8 buildings

8 building average is 85% less than the US average, slightly less than US Army Corp average 

Emmerich and Persily 2013



Tighter Buildings in Colder Climates?
8 building average is 85% less than the US average

8 buildings

Emmerich and Persily 2013



Where Were the Leaks?

Average area over 25 buildings



Where Were the Leaks?



• Median sealing cost = $208 per 1,000sf floor area

• Cost per area sealed = $1,250 to $2,500 per sf leak

• No relationship between sealing costs and 

construction year or EUI

• Soffits expected to have largest gaps (1/6”) and 

windows smallest (1/64”)

• Costs per area sealed

o Roof/wall: $1,000/sf

o Soffit & mech. penetrations: $3,000/sf

o Window: $1,500 (interior), $4,500/sf (exterior)

• This is based on consultant estimates of leakage area

Sealing Estimates

Variation mainly due to gap width estimate 

and not sealing cost



Minnesota Leakage Study: leakage results
Estimated area to be sealed = total building leakage??

Floor Envelope EqLA Sealing/

Building ID Area (sf) Area (sf) (cfm) (cfm/ft
2
) (ft

2
) EqLA

Small Office 2 11,904 21,945 5,056 0.23 2.8 NA

Elem School 1 59,558 146,977 27,425 0.19 15.2 0.76

Comm College 95,000 164,844 28,881 0.18 17.2 0.78

Middle School 138,887 208,733 32,818 0.16 16.6 0.92

Small Office 1 26,927 65,267 9,177 0.14 4.6 0.90

Univ Library 246,365 171,712 23,356 0.14 13.1 0.82

Elem School 2 60,968 145,766 17,602 0.12 9.6 1.76

Library/Office 55,407 139,965 12,321 0.09 6.9 0.95

Minimum 11,904 21,945 5,056 0.09 2.8 0.76

Mean 86,877 133,151 19,580 0.15 10.7 0.98

Median 60,263 146,371 20,479 0.15 11.3 0.90

Maximum 246,365 208,733 32,818 0.23 17.2 1.76

Leakage at 75 Pa



Air Sealing Focused on Roof/wall
Canopy leakage at exterior wall



Air Sealing Focused on Roof/wall
Canopy leakage at exterior wall

IR Before

IR After



Where to look: IR view of rear CMU wall pre

Same wall post



Look inside: 10 beam pockets
Looking up to parapet cap

Open to inside

Smoke shows airflow



Beam Pockets

IR Before

IR After



Air Sealing Reduction
“Tight” buildings tightened by 9%

Leakier

Tighter

Air sealing work confirmed by visual, smoke puffer, and 

IR inspections

6 Sides

Building ID (cfm/ft
2
) Pre Post (cfm) (%)

Elem School TF 0.19 27,425 22,699 4,726 17%

Comm. College 0.18 28,881 28,133 748 3%

Middle School 0.16 32,818 28,872 3,947 12%

Small Office 0.14 9,177 8,470 708 8%

Univ Library 0.14 23,356 21,963 1,392 6%

Elem School PS 0.12 17,602 15,837 1,765 10%

Library/Office 0.09 12,321 11,369 953 8%

Minimum 0.09 9,177 8,470 708 3%

Mean 0.14 21,654 19,620 2,034 9%

Median 0.14 23,356 21,963 1,392 8%

Maximum 0.19 32,818 28,872 4,726 17%

(cfm) Reduction

Air Leakage at 75Pa Air Leakage at 75Pa



Air Sealing Reduction
More expensive to seal tighter buildings?

Leakier

Tighter

Cost per sq ft 

of sealing

Building ID Total ($/CFM75) ($/ft
2
)

Elem School TF 18,550$  3.92$       6,822$   

Comm. College 17,845$  23.86$     17,273$  

Middle School 23,700$  6.00$       8,434$   

Small Office 4,768$   6.73$       10,058$  

Univ Library 15,918$  11.43$     65,159$  

Elem School PS 26,700$  15.13$     38,132$  

Library/Office 1,152$   1.21$       1,297$   

Median 17,845$  6.73$       10,058$  

Air Sealing Cost



Air Sealing Reduction
Contractor estimates better for leakier buildings?

Leakier

Tighter

Building Leakage < Estimated sealing

Building ID Pre Post (ft
2
) (%) Roof/Wall Total Meas/Est

Elem School TF 15.2 12.5 2.7 18% 8.84 11.49 0.31

Comm. College 17.2 16.2 1.0 6% 5.47 5.47 0.19

Middle School 16.6 13.8 2.8 17% 11.73 14.98 0.24

Small Office 4.6 4.1 0.5 10%

Univ Library 13.1 12.8 0.2 2%

Elem School PS 9.6 8.9 0.7 7% 14.45 16.94 0.05

Library/Office 6.9 6.0 0.9 13%

ReductionEqLA (ft
2
) Contractor Estimated

Sealed Area (sf)Leakage Area



• Hourly model of building air flows using 
outside temperature, wind speed, HVAC 
flows and building leakage

• Used whole building leakage test, 
assessment of leaks, and neutral level to 
setup leakage model

• Long-term building pressure measures to 
compute HVAC flow imbalance when the 
system operates (varies w/Tout)

• Model air infiltration used to compute 
heating/cooling loads due to infiltration

CONTAM Infiltration Modeling



Air Sealing Energy Savings

Modeled Infiltration and Energy Savings

Building ID Total Infiltration Infil/Total

Elem School TF 40,224 2,389 6%

Comm. College 32,095 3,402 11%

Middle School 44,469 7,779 17%

Small Office 684

Univ Library 192

Elem School PS 26,563 2,387 9%

Library/Office 18,108 2,829 16%

Minimum 6%

Mean 12%

Median 11%

Maximum 17%

Space Heat Gas Use (Therms/yr)

CONTAM Model



Air Sealing Energy Savings

Modeled Infiltration and Energy Savings

Avg Leakage

Building ID Total Infiltration Infil/Total (Therm/yr) ($/yr) Infil (cfm) Red. (%)

Elem School TF 40,224 2,389 6% 549 $319 1,296 17%

Comm. College 32,095 3,402 11% 174 $105 1,730 3%

Middle School 44,469 7,779 17% 905 $525 4,330 12%

Small Office 684 39 $24 964 8%

Univ Library 192 11 $6 249 6%

Elem School PS 26,563 2,387 9% 223 $129 1,453 10%

Library/Office 18,108 2,829 16% 107 $68 1,477 8%

Minimum 6% 11 $6 249 3%

Mean 12% 287 $168 1,643 9%

Median 11% 174 $105 1,453 8%

Maximum 17% 905 $525 4,330 17%

Space Heat Gas Use (Therms/yr) Gas Savings



Air Sealing Energy Savings

Modeled Infiltration and Energy Savings

Able to seal “tight” buildings, but work was not cost effective

Total Leakage Payback

Building ID (Therm/yr) ($/yr) (kWh/yr) ($/yr) ($/yr) Red. (%) Cost ($) (years)

Elem School TF 549 $319 1,034 $101 $419 17% $18,550 44

Comm. College 174 $105 232 $23 $127 3% $17,845 140

Middle School 905 $525 2,523 $246 $771 12% $23,700 31

Small Office 39 $24 18 $2 $26 8% $4,768 182

Univ Library 11 $6 79 $0 $6 6% $15,918 2,872

Elem School PS 223 $129 487 $47 $177 10% $26,700 151

Library/Office 107 $68 -232 -$24 $44 8% $1,152 26

Minimum 11 $6 -232 -$24 $6 3% $1,152 26

Mean 287 $168 592 $56 $224 9% $15,519 492

Median 174 $105 232 $23 $127 8% $17,845 140

Maximum 905 $525 2,523 $246 $771 17% $26,700 2,872

Gas Savings Electric Savings



• Tight buildings: 85% tighter than U.S. 
average & at least 25% below USACE – due 
to cold climate location or owner occupied?

• Sealing = 9% reduction, more reduction and 
less expensive for leakier buildings

• Contractor over-estimated sealing area

• Long paybacks for air sealing work

• Accuracy of leakage estimate? Need to test!

• Measurements and sealing in other parts of 
US suggest 4x greater reduction for 5x 
leakier buildings

Summary – Minnesota Experience



Comparison to US Buildings

8 buildings

8 building average is 85% less than the US average, slightly less than US Army Corp average 

Emmerich and Persily 2013



• You can see out the envelope gaps & leak is 
accessible

• Taller (5+ stories) in open terrain

• Reported problem that is likely to be caused 
by air leakage

• You live in portion of US that hasn’t had to 
worry about infiltration

Other Opportunities

• Older/leaky dampers (cost?)

• Building pressure control

When Is Air Sealing Worthwhile?



Thank you!

Dave Bohac
dbohac@mncee.org



• US Army Corp Engineers = 0.25 cfm/ft2

o Tested over 300 buildings

o Average = 0.16 cfm/ft2

• IECC 2012 (7 states) whole building compliance 

path = 0.40 cfm/ft2

• Washington State: Buildings over five stories 

require a whole building test, but do not have to 

pass a prescribed value. 

• City of Seattle : All buildings require a whole 

building test, but do not have to pass a 

prescribed value.

Code Requirements



Model Infiltration: Range of Flow Imbalance

1 Story 60,560ft2 Elementary School: leakage = 44,670 cfm@75Pa (0.75cfm@75/ft2) 

Minimum outside air = 20,300cfm



Model Infiltration: Range of Flow Imbalance

1 Story 60,560ft2 Elementary School: leakage = 14,890 cfm@75Pa (0.25cfm@75/ft2) 

Minimum outside air = 20,300cfm



Model Infiltration: Range of Envelope Leakage

1 Story 60,560ft2 Elementary School: HVAC Imbalance = 3,450 cfm 

Minimum outside air = 20,300cfm



Closed cell foam fill with fire coating



• Typical pressurization = 10% less                 
6Pa       = 35% less 
12.5Pa = 60% less

• 1 story   = 40% less; 
5 story   = 30% more;      
10 story = 80% more

• Urban wind shielding = 35% less
Open wind shielding = 70% more

Computing Savings For Your Project
Three Story Commercial Building



Mechanical System Leakage
Part of building envelope when not operating



Mechanical System Leakage

Two most recently built (1998 and 2007) had low leakage

Part of building envelope when not operating

Mean

49% 

0.06 cfm/ft2

(6 sides)

Range

17% to 103% 

0.02 to 0.12 cfm/ft2
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NIST Results: Effect of Air Barrier

Emmerich and Persily 2013
USACE Std = 4.5, 0.25cfm/ft2

Compare no air barrier to tight construction

1.0 cfm/ft20.1 cfm/ft2


